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Notes:
1. All backflow assemblies shall be installed, maintained and tested in accordance with regulations.

2. Only one connection per hydrant is allowed unless otherwise authorized by Tucson Water.
3. For a list of approved backflow assemblies or further information contact the Backflow Section at 520-791-2650.
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